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PLANT SITES  
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Image 1. The elevated tank at the Water Street Plant Site. 
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Image 2. The well at the Water Street Plant Site. 
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Image 3. The chlorine building and the electrical/booster pump building at Water 
Street. 

 
Image 4. Open door to the electrical/booster pump building at Water Street. 
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Image 5. Open door to the chlorinator building at the Water Street Plant Site. 
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Image 6. The well at the Jeanette Street Plant Site. 
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Image 7. The booster pump and electrical building at the Jeanette Street Plant Site. 
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Image 8. The chlorine building at the Jeanette Street Plant Site. 
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Image 9. Bottom view of the elevated tank at Hwy. 45 West. 
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Image 10. Ground view of the security fence at Hwy. 45 West. 

 
Image 11. Ground view of the electrical, chlorinator, and booster building at Turner 
Industrial Park Well #04. 
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Image 12. Elevated storage tank at Turner Industrial Park Well #04. 
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Image 13. Turner Industrial Park Well #04. 
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Image 14. Redundant chlorination and building at Turner Industrial Park Well #04. 
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Image 15. Electrical and booster pump building at Turner Industrial Park Well #04. 
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Image 16. Chlorine building and redundant chlorinator switchover at Turner 
Industrial Park Well #05. 
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Image 17. Booster pump at Turner Industrial Park Well #05. 
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Image 18. Electrical and phosphate room at Turner Industrial Park Well #05. 
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Image 19. Street view of the City Park Plant Site. 
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Image 20. View of the well and electrical panel at the City Park Plant Site. 
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Image 21. Chlorine cylinder and single train of treatment at the City Park Plant Site. 
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Image 22. Hwy. 145 elevated tank. 
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ENGINEERING ESTIMATES  
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Image 

 
Image 1: Engineering estimate for the installation of ground water filters. 
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Image 2: Page 1 of 2 of the bid opening for the surface water connection. 
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Image 3: Page 2 of 2 of the bid opening for the surface water connection. 


